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D9

FLUSH DOOR
(SOLID CORE WOOD

OR METAL -
SEE SCHEDULE)

W/ LARGE TEMPERED
GLASS VISION PANEL

1. PROVIDE (3) SILENCERS PER DOOR FRAME TYPICAL

2. PROVIDE BUTT HINGES UNO.

3. PROVIDE THREE HINGES PER DOOR WHERE BUTT HINGES ARE SPECIFIED.

4. ALL NEW HARDWARE TO BE MORTISED WITH CYLINDRICAL LOCKSETS TO MATCH
BUILDING STANDARD AS NOTED IN SPECIFICATIONS.

5. DOOR STOP SHALL BE A WALL MOUNTED STOP UNLESS IT IS NOT FEASIBLE, IN
WHICH CASE IT SHALL BE FLOOR MOUNTED.

6.  THE KEYING SCHEME SHALL BE OBTAINED VIA KEYING SCHEDULE FROM THE
OWNER.

1.  THE GENERAL CONTRACTOR AND THE DOOR SUPPLIER ARE RESPONSIBLE FOR
READING THE FLOOR PLAN, DOOR SCHEDULE AND THE SPECIFICATIONS TO BECOME
FAMILIAR WITH THE DESIGN INTENTIONS. IF DISCREPANCIES ARE DISCOVERED THEY
SHALL BE BROUGHT TO THE ATTENTION OF THE ARCHITECT.

2.  ALL DOOR FRAMES ARE TO BE HOLLOW METAL WELDED FRAMES. SPRAY PAINTED
FINISH, TYPICAL UNO.

3.  DOORS WITH VISION FRAMES ARE TO BE WELDED FRAMES AND FIRE OR SMOKE
RATED AS SHOWN/ OR NOTED.

4.  ALL EXTERIOR FRAMES SHALL BE SIZED AND POSITIONED TO COVER THE JOINTS IN
THE WALL AND SHOW A 1/8" MAXIMUM SEALANT JOINT BETWEEN THE FRAME AND THE
NEAREST ADJACENT FINISH WALL MATERIAL.

5.  AT ALL INTERIOR DOOR FRAMES THE JOINT BETWEEN THE FLOOR AND THE FRAME
SHALL BE A "HAIRLINE" MINIMUM SIZED JOINT SEALED WITH THE APPROPRIATE COLOR
SEALANT.

6. REFER TO DOOR SCHEDULE FOR DOOR HARDWARE AND RATING.

7. ALL DOORS TO ANTE AND ISOLATION ROOMS (PATIENT ROOM TYPE B) TO BE
GASKETED PER CODE TO MAINTAIN PERFORMANCE OF NEGATIVE PRESSURE
CONDITIONING.

8. ALL GLASS VISION PANELS IN DOORS TO PATIENT BATHROOMS TO BE TEMPERED AND
TRANSLUCENT (ACID ETCHED BOTH SIDES WITH REFLECTIVE COATING).

9. NOT USED.

10. ALL GLASS VISION PANELS IN ANTE AND ISOLATION ROOM (PATIENT ROOM TYPE B)
DOORS TO BE CLEAR, TEMPERED AND LAMINATED.

11. ALL JAMBS ARE TYPE J1 UNO.

DOOR HARDWARE NOTES

DOORS & FRAME GENERAL NOTES

REF. PROJECT SPECIFICATIONS MANUAL FOR HARDWARE SET DESCRIPTIONS.
ALL NOTES BELOW ARE ADDITIONAL AND/OR CLARIFICATIONS, AND DO NOT
SUPERCEDE WRITTEN SPECIFICATIONS:
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NOTES

DOOR TO BE NOTED "NOT AN EXIT" ON STAIR SIDE

ROUGH OPENING USING "HORTON PROFILER SERIES 2000 IDS" AS BASIS OF DESIGN

ROUGH OPENING USING "HORTON PROFILER SERIES 2000 IDS" AS BASIS OF DESIGN

ROUGH OPENING USING "HORTON PROFILER SERIES 2000 IDS" AS BASIS OF DESIGN

ROUGH OPENING USING "HORTON PROFILER SERIES 2000 IDS" AS BASIS OF DESIGN

INTEGRATED DOOR ASSEMBLY WITH MAGNETIC HOLD-OPENS
INTEGRATED DOOR ASSEMBLY WITH MAGNETIC HOLD-OPENS
INTEGRATED DOOR ASSEMBLY WITH MAGNETIC HOLD-OPENS
INTEGRATED DOOR ASSEMBLY WITH MAGNETIC HOLD-OPENS

PROVIDE MECHANICAL CIPHER LOCK BY SIMPLEX

PROVIDE MECHANICAL CIPHER LOCK BY SIMPLEX
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FLUSH DOOR
(SOLID CORE WOOD OR

METAL - SEE
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AS SCHED.

3'

8"

FLUSH DOOR
(SOLID CORE WOOD

OR METAL -
SEE SCHEDULE)

W/ TEMPERED GLASS
 IN METAL FRAMED VISION

PANEL

D3

AS SCHED.
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D
.

36
"

6"

42
"

6"

FLUSH DOOR
(SOLID CORE WOOD OR

METAL -
SEE SCHEDULE)

W/ LARGE TEMPERED
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1. REFERENCE MANUFACTURERS STANDARDS AND INSTALLATION INSTRUCTIONS,
FLASHING NOTES AND DETAILS, AND SPECIFICATIONS PRIOR TO CONSTRUCTION/ INSTALL
OF ALL WINDOWS.

2. PROVIDE SHOP DRAWINGS OF ALL NEW WINDOWS FOR REVIEW.

3. OVERALL DIMENSIONS FOR WINDOW UNITS MUST BE VERIFIED BY CONTRACTOR.

4. FOR ALL "MATCH EXISTING" WINDOW UNITS- FRAMES TO BE MATCH IN MATERIAL,
COLOR, AND FINISH; GLASS TO BE MATCH IN COLOR AND REFLECTIVITY; GASKET & CAULK
(EXT.) TO BE MATCH IN COLOR.

5. REFERENCE DETAILS ON SHEETS A501 FOR REPLACEMENT WINDOWS, NEW WINDOWS
IN NEW WALL (DEDUCT ALT. #2), AND NEW WINDOWS IN EXISTING WALL.

WINDOW GENERAL NOTES
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